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ELECTRICAL CONNECTION TO
SPECIAL LIGHT STANDARD

= \
A
2

/— FINAL GRADE

N
&

//\
N

A
/\

S
/
/\\/\‘

0
18" R. MINY
Y

\%%\\
XK
XA
S
A
AN

\\
NG
\/
N
XN
K
N
N
7
N
\/

,\\\,\/

R

/\>/
2

A

2
2
\\>//\\
N
N
2|_O||
MIN.

K

K
NS
\//\
\\/
N
N

)

&

n

S

NS
KL

2" DIA. CONDUIT FOR
LIGHT CONDUCTOR, TYP.

7
&

7
X
Y

R

N

S
é
>

\GRDUND ROD

6"
MIN.

SSON_FOUNDATION
CONFIGURATION

DRILLED C
FLECTRICA

NOTES:

1. FOR GENERAL NOTES, SEE SHEET 1 0OF 3

2. FOR STRUCTURAL DETAILS, SEE SHEET 3 OF 3

3. REFER TO STANDARD PLAN NO. M-613-1, SHEET 3 OF 3,
FOR ELECTRICAL CONNECTION AND GROUNDING NOTES
AND DETAILS.
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